PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE
CIP CONCRETE - FROST WALLS AND

PNSY-H10 BA5004137 BASEMENT WALLS A2020110 - CIP CONCRETE

3/27/18 11:22 AM CR-1000 General Direct Condition Rating Meter A+ 10201

3/10/17 10:22 AM CR-1000 General Direct Condition Rating Meter A+ 10201

3/24/16 9:27 AM CR-1000 General Direct Condition Rating Meter G+ 10201

3/12/14 12:55 PM CR-1000 General Direct Condition Rating Meter G+ 10201

3/20/13 11:21 AM CR-1000 General Direct Condition Rating Meter A- 10201

1/2/13 6:34 AM CR-1000 General Direct Condition Rating Meter A+ 10201

11/23/1110:33 AM | CR-1000 General Direct Condition Rating Meter G+ 10201
PLAIN/REINFORCED - SLAB ON A1030120 -

PNSY-H10 BA5004138 GRADE PLAIN/REINFORCED

3/27/18 11:30 AM CR-1000 General Direct Condition Rating Meter A- 10201

4/3/17 9:22 AM CR-1000 General Direct Condition Rating Meter A- 10201

3/24/16 9:27 AM CR-1000 General Direct Condition Rating Meter A- 10201

Public Works Department Maine, Naval Facilities Engineering Command, Mid-Atlantic




PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE
2/10/14 8:40 AM CR-1000 General Direct Condition Rating Meter A- 10201
3/20/13 11:36 AM CR-1000 General Direct Condition Rating Meter A- 10201
11/23/1110:33 AM | CR-1000 General Direct Condition Rating Meter G+ 10201
PNSY-H10 BA5004139 CIP CONCRETE - BASEMENT WALLS |A2020110 - CIP CONCRETE
3/27/18 11:30 AM CR-1000 General Direct Condition Rating Meter A+ 10201
3/10/17 10:23 AM CR-1000 General Direct Condition Rating Meter G- 10201
3/24/16 9:28 AM CR-1000 General Direct Condition Rating Meter G+ 10201
3/12/14 12:57 PM CR-1000 General Direct Condition Rating Meter G+ 10201
3/20/13 11:39 AM CR-1000 General Direct Condition Rating Meter A- 10201
11/23/11 10:51 AM | CR-1000 General Direct Condition Rating Meter G+ 10201
CIP CONCRETE BEAM AND SLAB - B1010220 - CIP CONCRETE
PNSY-H10 BA5004140 FIRST FLOOR BEAM AND SLAB
3/27/18 11:31 AM CR-1000 General Direct Condition Rating Meter A+ 10201

Public Works Department Maine, Naval Facilities Engineering Command, Mid-Atlantic




PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE

4/3/17 9:22 AM CR-1000 General Direct Condition Rating Meter A+ 10201

3/24/16 9:28 AM CR-1000 General Direct Condition Rating Meter G 10201

3/12/14 12:58 PM CR-1000 General Direct Condition Rating Meter G 10201

11/23/11 2:12 PM CR-1000 General Direct Condition Rating Meter A 10201
WOOD BEAM, JOIST, AND DECK - B1010264 - WOOD BEAM,

PNSY-H10 BA5004141 SECOND DECK FLOOR FRAMING JOIST, AND DECK

3/27/18 11:34 AM CR-1000 General Direct Condition Rating Meter A- 10201

4/3/17 9:23 AM CR-1000 General Direct Condition Rating Meter A- 10201

3/24/16 9:32 AM CR-1000 General Direct Condition Rating Meter R+ 10201

3/12/14 1:09 PM CR-1000 General Direct Condition Rating Meter R+ 10201

11/23/11 2:12 PM CR-1000 General Direct Condition Rating Meter R+ 10201
STEEL DECK, BEAMS AND BAR JOIST - B1020108 - STEEL DECK,

PNSY-H10 BA5004142 RAFTERS GARAGE AREA BEAMS AND BAR JOIST

3/27/18 10:16 AM CR-1000 General Direct Condition Rating Meter A- 10201

Public Works Department Maine, Naval Facilities Engineering Command, Mid-Atlantic




PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE
4/3/17 9:57 AM CR-1000 General Direct Condition Rating Meter A- 10201
3/24/16 9:34 AM CR-1000 General Direct Condition Rating Meter R+ 10201
3/12/14 1:13 PM CR-1000 General Direct Condition Rating Meter R+ 10201
11/23/11 2:12 PM CR-1000 General Direct Condition Rating Meter R+ 10201
B1020122 - CIP CONCRETE

PNSY-H10 BA5004143 CONCRETE STRUCTURAL FRAME ROOF CONSTRUCTION

3/27/18 10:16 AM CR-1000 General Direct Condition Rating Meter A- 10201
4/3/17 9:58 AM CR-1000 General Direct Condition Rating Meter A- 10201
4/3/17 9:57 AM CR-1000 General Direct Condition Rating Meter A- 10201
3/24/16 9:35 AM CR-1000 General Direct Condition Rating Meter A- 10201
3/12/14 1:14 PM CR-1000 General Direct Condition Rating Meter A- 10201
3/20/13 12:47 PM CR-1000 General Direct Condition Rating Meter A 10201
11/23/11 2:12 PM CR-1000 General Direct Condition Rating Meter A+ 10201

Public Works Department Maine, Naval Facilities Engineering Command, Mid-Atlantic




PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE
WOOD DECK AND RAFTER - RAFTER  B1020102 - WOOD DECK AND
PNSY-H10 BA5004144 FRAMING RAFTER
3/27/18 10:17 AM CR-1000 General Direct Condition Rating Meter A- 10201
4/3/17 9:58 AM CR-1000 General Direct Condition Rating Meter A- 10201
3/24/16 9:35 AM CR-1000 General Direct Condition Rating Meter R+ 10201
7/31/14 6:27 AM CR-1000 General Direct Condition Rating Meter R+ 10201
11/23/11 2:12 PM CR-1000 General Direct Condition Rating Meter R+ 10201
PNSY-H10 BA5004145 EXTERIOR WALLS, CONCRETE B2010101 - CIP CONCRETE
3/27/18 10:18 AM CR-1000 General Direct Condition Rating Meter A- 10201
4/3/17 9:58 AM CR-1000 General Direct Condition Rating Meter A- 10201
3/24/16 9:35 AM CR-1000 General Direct Condition Rating Meter A- 10201
3/20/13 11:45 AM CR-1000 General Direct Condition Rating Meter A- 10201
1/2/13 8:43 AM CR-1000 General Direct Condition Rating Meter A+ 10201

Public Works Department Maine, Naval Facilities Engineering Command, Mid-Atlantic




PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE
11/23/11 2:12 PM CR-1000 General Direct Condition Rating Meter G+ 10201
PNSY-H10 BA5004146 VINYL SIDING - EXTERIOR WALL B2010999 - OTHER
3/27/18 10:18 AM CR-1000 General Direct Condition Rating Meter A- 10201
4/3/17 9:59 AM CR-1000 General Direct Condition Rating Meter A- 10201
3/24/16 9:36 AM CR-1000 General Direct Condition Rating Meter R+ 10201
2/10/14 10:25 AM CR-1000 General Direct Condition Rating Meter R+ 10201
3/20/13 11:46 AM CR-1000 General Direct Condition Rating Meter R+ 10201
1/2/13 8:46 AM CR-1000 General Direct Condition Rating Meter A+ 10201
11/23/11 2:12 PM CR-1000 General Direct Condition Rating Meter G+ 10201
ALUMINUM WINDOWS - EXTERIOR - | B2020106 - ALUMINUM
PNSY-H10 BA5004147 FIRST FLOOR DOUBLE HUNG WINDOWS
3/27/18 10:10 AM CR-1000 General Direct Condition Rating Meter A+ 10201
4/3/17 9:05 AM CR-1000 General Direct Condition Rating Meter A+ 10201

Public Works Department Maine, Naval Facilities Engineering Command, Mid-Atlantic




PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE
3/24/16 9:42 AM CR-1000 General Direct Condition Rating Meter G 10201
3/24/14 6:31 AM CR-1000 General Direct Condition Rating Meter G 10201
ALUMINUM WINDOW - EXTERIOR -
PNSY-H10 BA5004148 SECOND FLOOR TILT B2020999 - OTHER
3/27/18 10:18 AM CR-1000 General Direct Condition Rating Meter A+ 10201
4/3/17 9:06 AM CR-1000 General Direct Condition Rating Meter A+ 10201
3/24/16 9:36 AM CR-1000 General Direct Condition Rating Meter G 10201
3/24/14 6:32 AM CR-1000 General Direct Condition Rating Meter G 10201
3/24/14 6:31 AM CR-1000 General Direct Condition Rating Meter G 10201
PNSY-H10 BA5004150 EXTERIOR DOORS, METAL DOORS B2030220 - STEEL DOORS
3/12/14 1:16 PM CR-1000 General Direct Condition Rating Meter A 10201
3/20/13 11:46 AM CR-1000 General Direct Condition Rating Meter A 10201
12/27/12 11:30 AM | CR-1000 General Direct Condition Rating Meter A+ 10201

Public Works Department Maine, Naval Facilities Engineering Command, Mid-Atlantic




PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE
11/23/11 2:12 PM CR-1000 General Direct Condition Rating Meter G+ 10201
B2030410 - OVERHEAD
PNSY-H10 BA5004151 EXTERIOR DOORS, OVERHEAD DOORS
3/27/18 10:18 AM CR-1000 General Direct Condition Rating Meter A- 10201
4/3/17 9:59 AM CR-1000 General Direct Condition Rating Meter A- 10201
3/24/16 9:37 AM CR-1000 General Direct Condition Rating Meter A- 10201
3/24/14 6:23 AM CR-1000 General Direct Condition Rating Meter A- 10201
11/23/11 2:12 PM CR-1000 General Direct Condition Rating Meter A- 10201
PNSY-H10 BA5004152 ROOF COVERING, ASPHALT SHINGLE B3010140 - SHINGLE TILE
3/27/18 10:19 AM CR-1000 General Direct Condition Rating Meter R+ 10201
4/3/17 10:00 AM CR-1000 General Direct Condition Rating Meter R+ 10201
3/24/16 9:38 AM CR-1000 General Direct Condition Rating Meter R 10201
2/10/14 10:27 AM CR-1000 General Direct Condition Rating Meter R 10201

Public Works Department Maine, Naval Facilities Engineering Command, Mid-Atlantic




PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE

3/20/13 12:44 PM CR-1000 General Direct Condition Rating Meter R 10201

12/27/12 11:02 AM | CR-1000 General Direct Condition Rating Meter A- 10201

11/23/11 2:12 PM CR-1000 General Direct Condition Rating Meter A 10201
DRYWALL W/STUD FRAMING - C1010126 - DRYWALL

PNSY-H10 BA5004153 FRAMED WALLS W/STUD FRAMING

3/27/18 10:19 AM CR-1000 General Direct Condition Rating Meter R+ 10201

3/27/17 7:02 AM CR-1000 General Direct Condition Rating Meter R+ 10201

3/24/16 9:38 AM CR-1000 General Direct Condition Rating Meter R+ 10201

3/12/14 1:19 PM CR-1000 General Direct Condition Rating Meter R+ 10201

11/23/11 2:57 PM CR-1000 General Direct Condition Rating Meter R 10201
WOOD DOOR/WOOD FRAME - C1020120 - WOOD

PNSY-H10 BA5004154 INTERIOR DOOR/WOOD FRAME

3/27/18 10:21 AM CR-1000 General Direct Condition Rating Meter R 10201

4/3/17 6:56 AM CR-1000 General Direct Condition Rating Meter R 10201

Public Works Department Maine, Naval Facilities Engineering Command, Mid-Atlantic




PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE
3/24/16 9:39 AM CR-1000 General Direct Condition Rating Meter R 10201
3/24/14 8:10 AM CR-1000 General Direct Condition Rating Meter R 10201
3/20/13 12:43 PM CR-1000 General Direct Condition Rating Meter R 10201
11/23/11 2:57 PM CR-1000 General Direct Condition Rating Meter R+ 10201
PNSY-H10 BA5004155 METAL DOORS - INTERIOR C1020114 - METAL DOOR

3/27/18 10:22 AM CR-1000 General Direct Condition Rating Meter A- 10201
4/3/17 10:00 AM CR-1000 General Direct Condition Rating Meter A- 10201
3/24/16 9:39 AM CR-1000 General Direct Condition Rating Meter A- 10201
3/24/14 8:05 AM CR-1000 General Direct Condition Rating Meter A- 10201
3/20/13 12:17 PM CR-1000 General Direct Condition Rating Meter A- 10201
11/23/11 2:57 PM CR-1000 General Direct Condition Rating Meter A+ 10201
PNSY-H10 BA5004156 INTERIOR DOORS, DOUBLE , GLASS | C1020102 - SPECIAL DOORS

Public Works Department Maine, Naval Facilities Engineering Command, Mid-Atlantic




PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE
3/27/18 10:29 AM CR-1000 General Direct Condition Rating Meter A+ 10201
4/3/17 9:15 AM CR-1000 General Direct Condition Rating Meter G- 10201
3/17/16 1:10 PM CR-1000 General Direct Condition Rating Meter G 10201
3/24/14 8:02 AM CR-1000 General Direct Condition Rating Meter G 10201
C1030110 - TOILET
PNSY-H10 BA5004157 SITE BUILT TOILET PARTITIONS PARTITIONS
3/27/18 10:29 AM CR-1000 General Direct Condition Rating Meter R+ 10201
4/3/17 9:16 AM CR-1000 General Direct Condition Rating Meter R+ 10201
3/17/16 1:10 PM CR-1000 General Direct Condition Rating Meter R+ 10201
3/12/14 12:44 PM CR-1000 General Direct Condition Rating Meter R+ 10201
11/23/11 2:57 PM CR-1000 General Direct Condition Rating Meter R+ 10201
PNSY-H10 BA5004158 EXTERIOR STAIRS - WOOD B1010998 - EXTERIOR STAIRS
3/27/18 10:34 AM CR-1000 General Direct Condition Rating Meter R+ 10201

Public Works Department Maine, Naval Facilities Engineering Command, Mid-Atlantic




PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE
4/3/17 6:44 AM CR-1000 General Direct Condition Rating Meter R+ 10201
3/17/16 1:10 PM CR-1000 General Direct Condition Rating Meter R+ 10201
3/24/14 6:27 AM CR-1000 General Direct Condition Rating Meter R+ 10201
12/27/12 10:59 AM | CR-1000 General Direct Condition Rating Meter R+ 10201
11/23/11 2:12 PM CR-1000 General Direct Condition Rating Meter G+ 10201
PNSY-H10 BA5004159 EXTERIOR STAIRS - CEMENT B1010998 - EXTERIOR STAIRS

3/27/18 10:36 AM CR-1000 General Direct Condition Rating Meter A+ 10201
4/3/17 6:49 AM CR-1000 General Direct Condition Rating Meter G- 10201
3/17/16 1:14 PM CR-1000 General Direct Condition Rating Meter G- 10201
3/24/14 6:14 AM CR-1000 General Direct Condition Rating Meter G- 10201
12/27/12 11:09 AM | CR-1000 General Direct Condition Rating Meter G- 10201
11/23/11 2:12 PM CR-1000 General Direct Condition Rating Meter G+ 10201

Public Works Department Maine, Naval Facilities Engineering Command, Mid-Atlantic




PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE
WALL FINISHES, DRYWALL / GYPSUM
PNSY-H10 BA5004160 WALLBOARD C3010230 - WALL COVERING
3/27/18 10:38 AM CR-1000 General Direct Condition Rating Meter A- 10201
4/3/17 9:17 AM CR-1000 General Direct Condition Rating Meter A- 10201
3/17/16 1:14 PM CR-1000 General Direct Condition Rating Meter A- 10201
3/24/14 9:20 AM CR-1000 General Direct Condition Rating Meter A- 10201
11/23/11 5:26 PM CR-1000 General Direct Condition Rating Meter A- 10201
PNSY-H10 BA5004161 WALL TILE - C3010380 - WALL TILE
3/27/18 10:38 AM CR-1000 General Direct Condition Rating Meter G- 10201
4/3/17 7:12 AM CR-1000 General Direct Condition Rating Meter G- 10201
3/17/16 1:14 PM CR-1000 General Direct Condition Rating Meter G- 10201
3/24/14 9:15 AM CR-1000 General Direct Condition Rating Meter G- 10201
12/27/12 11:07 AM | CR-1000 General Direct Condition Rating Meter G- 10201

Public Works Department Maine, Naval Facilities Engineering Command, Mid-Atlantic




PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE
11/23/11 5:26 PM CR-1000 General Direct Condition Rating Meter G+ 10201
PNSY-H10 BA5004162 WALL FINISHES - BRICK C3010999 - OTHER

3/27/18 10:38 AM CR-1000 General Direct Condition Rating Meter R+ 10201
4/3/17 6:47 AM CR-1000 General Direct Condition Rating Meter R+ 10201
3/17/16 1:13 PM CR-1000 General Direct Condition Rating Meter R+ 10201
3/24/14 9:25 AM CR-1000 General Direct Condition Rating Meter R+ 10201
11/23/11 5:26 PM CR-1000 General Direct Condition Rating Meter R+ 10201
PNSY-H10 BA5004163 VINYL TILE - FLOORING C3020907 - VINYL TILE

3/27/18 10:39 AM CR-1000 General Direct Condition Rating Meter R+ 10201
4/3/17 7:11 AM CR-1000 General Direct Condition Rating Meter R+ 10201
3/17/16 1:15 PM CR-1000 General Direct Condition Rating Meter R+ 10201
3/17/16 1:15 PM CR-1000 General Direct Condition Rating Meter A- 10201

Public Works Department Maine, Naval Facilities Engineering Command, Mid-Atlantic




PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE
3/24/14 7:29 AM CR-1000 General Direct Condition Rating Meter A- 10201
C3020904 - CONCRETE
PNSY-H10 BA5004164 FLOORING, CONCRETE TOPPING TOPPING
3/27/18 10:39 AM CR-1000 General Direct Condition Rating Meter A- 10201
4/3/17 9:17 AM CR-1000 General Direct Condition Rating Meter A- 10201
3/17/16 1:16 PM CR-1000 General Direct Condition Rating Meter A- 10201
7/30/14 1:13 PM CR-1000 General Direct Condition Rating Meter A- 10201
PNSY-H10 BA5004166 CARPET - FLOORING C3020901 - CARPET
3/27/18 10:39 AM CR-1000 General Direct Condition Rating Meter R+ 10201
4/3/17 7:10 AM CR-1000 General Direct Condition Rating Meter R+ 10201
3/24/16 9:19 AM CR-1000 General Direct Condition Rating Meter R+ 10201
3/17/16 1:17 PM CR-1000 General Direct Condition Rating Meter R+ 10201
3/24/14 7:32 AM CR-1000 General Direct Condition Rating Meter R+ 10201

Public Works Department Maine, Naval Facilities Engineering Command, Mid-Atlantic




PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE
11/23/11 5:26 PM CR-1000 General Direct Condition Rating Meter R+ 10201
PNSY-H10 BA5004167 DRYWALL - CEILING C3030110 - DRYWALL

3/27/18 10:41 AM CR-1000 General Direct Condition Rating Meter A+ 10201
4/3/17 9:17 AM CR-1000 General Direct Condition Rating Meter A+ 10201
3/24/16 9:20 AM CR-1000 General Direct Condition Rating Meter G 10201
3/17/16 1:17 PM CR-1000 General Direct Condition Rating Meter G 10201
3/24/14 6:16 AM CR-1000 General Direct Condition Rating Meter G 10201
11/23/11 5:26 PM CR-1000 General Direct Condition Rating Meter A- 10201
PNSY-H10 BA5004168 ACOUSTICAL - CEILING - FIRST FLOOR €C3030210 - ACOUSTICAL

3/27/18 10:41 AM CR-1000 General Direct Condition Rating Meter A+ 10201
3/27/17 8:35 AM CR-1000 General Direct Condition Rating Meter A+ 10201
3/24/16 9:20 AM CR-1000 General Direct Condition Rating Meter G 10201

Public Works Department Maine, Naval Facilities Engineering Command, Mid-Atlantic




PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE
3/17/16 1:17 PM CR-1000 General Direct Condition Rating Meter G 10201
3/24/14 6:15 AM CR-1000 General Direct Condition Rating Meter G 10201
11/23/11 5:26 PM CR-1000 General Direct Condition Rating Meter A- 10201
CEILING FINISHES - WOOD - SECOND
PNSY-H10 BA5004169 FLOOR C3030999 - OTHER
3/27/18 10:41 AM CR-1000 General Direct Condition Rating Meter R+ 10201
4/3/17 7:01 AM CR-1000 General Direct Condition Rating Meter R+ 10201
3/24/16 9:21 AM CR-1000 General Direct Condition Rating Meter R+ 10201
3/17/16 1:18 PM CR-1000 General Direct Condition Rating Meter R+ 10201
3/24/14 6:16 AM CR-1000 General Direct Condition Rating Meter R+ 10201
11/23/11 5:26 PM CR-1000 General Direct Condition Rating Meter R+ 10201
PNSY-H10 BA5004171 SINK - D2010410 - SINK
3/27/18 10:35 AM CR-1000 General Direct Condition Rating Meter A+ 10201

Public Works Department Maine, Naval Facilities Engineering Command, Mid-Atlantic




PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE
4/3/17 9:54 AM CR-1000 General Direct Condition Rating Meter G- 10201
3/17/16 1:12 PM CR-1000 General Direct Condition Rating Meter G 10201
3/24/14 9:56 AM CR-1000 General Direct Condition Rating Meter G 10201
PNSY-H10 BA5004173 TOILET D2010110 - TOILET

3/27/18 10:35 AM CR-1000 General Direct Condition Rating Meter G- 10201
4/3/17 9:55 AM CR-1000 General Direct Condition Rating Meter G- 10201
3/17/16 1:12 PM CR-1000 General Direct Condition Rating Meter G 10201
3/24/14 9:45 AM CR-1000 General Direct Condition Rating Meter G 10201
PNSY-H10 BA5004174 PIPING, DOMESTIC WATER D2020905 - PIPING/FITTINGS

3/27/18 10:36 AM CR-1000 General Direct Condition Rating Meter R+ 10201
4/3/17 6:45 AM CR-1000 General Direct Condition Rating Meter R+ 10201
3/17/16 1:12 PM CR-1000 General Direct Condition Rating Meter R+ 10201

Public Works Department Maine, Naval Facilities Engineering Command, Mid-Atlantic




PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE
2/25/13 7:28 AM CR-1000 General Direct Condition Rating Meter R+ 10201
11/23/11 6:28 PM CR-1000 General Direct Condition Rating Meter A 10201
EXHAUST, WALL SHUTTER, D3040240 - FAN SYSTEM,

PNSY-H10 BA5004178 PROPELLER ROOF EXHAUST

3/27/18 10:42 AM CR-1000 General Direct Condition Rating Meter R+ 10201
3/30/17 10:41 AM CR-5690 Wiring/Connections R+ 10201
3/30/17 10:41 AM CR-5330 Fan Assy R+ 10201
3/30/17 10:41 AM CR-5295 Enclosure R+ 10201
3/30/17 10:41 AM CR-5235 Dampers R+ 10201
3/30/17 10:41 AM CR-5200 Controls R+ 10201
3/24/16 9:22 AM CR-5690 Wiring/Connections R+ 10201
3/24/16 9:22 AM CR-5330 Fan Assy R+ 10201
3/24/16 9:22 AM CR-5295 Enclosure R+ 10201

Public Works Department Maine, Naval Facilities Engineering Command, Mid-Atlantic




PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE
3/24/16 9:21 AM CR-5235 Dampers R+ 10201
3/24/16 9:21 AM CR-5200 Controls R+ 10201
9/16/15 2:19 PM CR-5690 Wiring/Connections R+ 10201
9/16/15 2:19 PM CR-5330 Fan Assy R+ 10201
9/16/15 2:19 PM CR-5295 Enclosure R+ 10201
9/16/15 2:19 PM CR-5235 Dampers R+ 10201
9/16/15 2:18 PM CR-5200 Controls R+ 10201
12/16/11 3:26 AM CR-5690 Wiring/Connections R+ 10201
12/16/11 12:49 AM CR-5330 Fan Assy R+ 10201
12/16/1112:26 AM CR-5295 Enclosure R+ 10201
12/15/11 10:46 PM CR-5235 Dampers R+ 10201
12/15/11 10:23 PM CR-5200 Controls R+ 10201

Public Works Department Maine, Naval Facilities Engineering Command, Mid-Atlantic




PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE
D3050120 - UNIT HEATERS,
PNSY-H10 BA5004179 UNIT HEATERS GAS
3/27/18 10:42 AM CR-1000 General Direct Condition Rating Meter R+ 10201
3/30/17 10:39 AM CR-1000 General Direct Condition Rating Meter R+ 10201
3/24/16 9:22 AM CR-1000 General Direct Condition Rating Meter R+ 10201
9/16/15 2:19 PM CR-1000 General Direct Condition Rating Meter R+ 10201
7/31/14 9:11 AM CR-1000 General Direct Condition Rating Meter R+ 10201
12/15/11 8:00 PM CR-1000 General Direct Condition Rating Meter R+ 10201
PNSY-H10 BA5004180 SPRINKLERS AND OVERHEAD D4010999 - OTHER
3/27/18 11:10 AM CR-1000 General Direct Condition Rating Meter R+ 10201
3/29/17 10:28 PM CR-1000 General Direct Condition Rating Meter R+ 10201
3/24/16 9:22 AM CR-1000 General Direct Condition Rating Meter R+ 10201
9/17/15 5:15 AM CR-1000 General Direct Condition Rating Meter R+ 10201

Public Works Department Maine, Naval Facilities Engineering Command, Mid-Atlantic




PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE
7/30/14 1:07 PM CR-1000 General Direct Condition Rating Meter A- 10201
11/24/11 8:42 AM CR-1000 General Direct Condition Rating Meter A+ 10201
PNSY-H10 BA5004181 PIPING, SPRINKLER WATER SUPPLY  D2020905 - PIPING/FITTINGS

3/27/18 11:11 AM CR-1000 General Direct Condition Rating Meter R+ 10201
4/3/17 9:55 AM CR-1000 General Direct Condition Rating Meter R+ 10201
3/24/16 9:23 AM CR-1000 General Direct Condition Rating Meter R+ 10201
2/25/13 7:27 AM CR-1000 General Direct Condition Rating Meter R+ 10201
11/23/11 6:28 PM CR-1000 General Direct Condition Rating Meter A+ 10201
PNSY-H10 BA5004182 TRANSFORMERS D5010902 - TRANSFORMER

3/27/18 11:11 AM CR-1000 General Direct Condition Rating Meter R+ 10201
3/29/17 10:25 PM CR-5535 Pressure Relief Valve R+ 10201
3/29/17 10:25 PM CR-5510 Motor Rotor R+ 10201

Public Works Department Maine, Naval Facilities Engineering Command, Mid-Atlantic




PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE
3/29/17 10:25 PM CR-5405 Ground System R+ 10201
3/29/17 10:25 PM CR-5390 Gaskets/Seals R+ 10201
3/29/17 10:25 PM CR-5335 Fan(s) R+ 10201
3/29/17 10:25 PM CR-5070 Bushings/Insulators R+ 10201
3/24/16 9:24 AM CR-5535 Pressure Relief Valve R+ 10201
3/24/16 9:23 AM CR-5510 Motor Rotor R+ 10201
3/24/16 9:23 AM CR-5405 Ground System R+ 10201
3/24/16 9:23 AM CR-5390 Gaskets/Seals R+ 10201
3/24/16 9:23 AM CR-5335 Fan(s) R+ 10201
3/24/16 9:23 AM CR-5070 Bushings/Insulators R+ 10201
9/16/15 2:20 PM CR-5535 Pressure Relief Valve R+ 10201
9/16/15 2:20 PM CR-5510 Motor Rotor R+ 10201

Public Works Department Maine, Naval Facilities Engineering Command, Mid-Atlantic




PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE
9/16/15 2:20 PM CR-5405 Ground System R+ 10201
9/16/15 2:20 PM CR-5390 Gaskets/Seals R+ 10201
9/16/15 2:20 PM CR-5335 Fan(s) R+ 10201
9/16/15 2:20 PM CR-5070 Bushings/Insulators R+ 10201
7/31/147:31 AM CR-5335 Fan(s) R+ 10201
7/31/14 7:31 AM CR-5405 Ground System R+ 10201
7/31/14 7:31 AM CR-5510 Motor Rotor R+ 10201
7/31/14 7:31 AM CR-5390 Gaskets/Seals R+ 10201
7/31/14 7:31 AM CR-5535 Pressure Relief Valve R+ 10201
7/31/14 7:31 AM CR-5070 Bushings/Insulators R+ 10201
12/16/11 2:35 AM CR-5535 Pressure Relief Valve R+ 10201
12/16/11 2:08 AM CR-5510 Motor Rotor R+ 10201

Public Works Department Maine, Naval Facilities Engineering Command, Mid-Atlantic




PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE
12/16/11 1:38 AM CR-5405 Ground System R+ 10201
12/16/11 1:28 AM CR-5390 Gaskets/Seals R+ 10201
12/16/11 1:05 AM CR-5335 Fan(s) R+ 10201
12/15/11 9:30 PM CR-5070 Bushings/Insulators R+ 10201
PANELBOARD - PANEL AC-2 - SHOP

PNSY-H10 BA5004183 AREA D5010906 - PANELBOARDS

3/27/18 11:11 AM CR-1000 General Direct Condition Rating Meter A- 10201
3/30/17 10:37 AM CR-5690 Wiring/Connections A- 10201
3/30/17 10:37 AM CR-5295 Enclosure A- 10201
3/30/17 10:37 AM CR-5245 Disconnect/Safety Switch A- 10201
3/30/17 10:37 AM CR-5055 Breakers/Fuses A- 10201
3/24/16 9:24 AM CR-5690 Wiring/Connections A- 10201
3/24/16 9:24 AM CR-5295 Enclosure A- 10201

Public Works Department Maine, Naval Facilities Engineering Command, Mid-Atlantic




PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE
3/24/16 9:24 AM CR-5245 Disconnect/Safety Switch A- 10201
3/24/16 9:24 AM CR-5055 Breakers/Fuses A- 10201
9/17/15 5:28 AM CR-5690 Wiring/Connections A- 10201
9/17/15 5:27 AM CR-5295 Enclosure A- 10201
9/17/15 5:27 AM CR-5245 Disconnect/Safety Switch A- 10201
9/17/15 5:27 AM CR-5055 Breakers/Fuses A- 10201
7/31/14 7:49 AM CR-5690 Wiring/Connections A 10201
7/31/14 7:48 AM CR-5055 Breakers/Fuses A 10201
7/31/14 7:48 AM CR-5295 Enclosure A 10201
7/31/14 7:48 AM CR-5245 Disconnect/Safety Switch A 10201
12/16/11 3:26 AM CR-5690 Wiring/Connections A 10201
12/16/1112:26 AM CR-5295 Enclosure A 10201

Public Works Department Maine, Naval Facilities Engineering Command, Mid-Atlantic




PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE
12/15/11 11:28 PM CR-5245 Disconnect/Safety Switch A 10201
12/15/11 9:17 PM CR-5055 Breakers/Fuses A 10201
PANELBOARDS - PANEL AC-2 -

PNSY-H10 BA5004184 YOUTH CENTER D5010906 - PANELBOARDS

3/27/18 11:14 AM CR-1000 General Direct Condition Rating Meter R 10201
3/30/17 10:18 AM CR-5690 Wiring/Connections R 10201
3/30/17 10:17 AM CR-5295 Enclosure R 10201
3/30/17 10:17 AM CR-5245 Disconnect/Safety Switch R 10201
3/30/17 10:17 AM CR-5055 Breakers/Fuses R 10201
3/24/16 9:25 AM CR-5690 Wiring/Connections R 10201
3/24/16 9:25 AM CR-5295 Enclosure R 10201
3/24/16 9:25 AM CR-5245 Disconnect/Safety Switch R 10201
3/24/16 9:25 AM CR-5055 Breakers/Fuses R 10201

Public Works Department Maine, Naval Facilities Engineering Command, Mid-Atlantic




PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE
9/16/15 2:18 PM CR-5690 Wiring/Connections R 10201
9/16/15 2:18 PM CR-5295 Enclosure R 10201
9/16/15 2:18 PM CR-5245 Disconnect/Safety Switch R 10201
9/16/15 2:18 PM CR-5055 Breakers/Fuses R 10201
7/31/14 7:46 AM CR-5295 Enclosure R 10201
7/31/14 7:46 AM CR-5245 Disconnect/Safety Switch R 10201
7/31/14 7:46 AM CR-5690 Wiring/Connections R 10201
7/31/14 7:46 AM CR-5055 Breakers/Fuses R 10201
12/16/11 3:26 AM CR-5690 Wiring/Connections R 10201
12/16/1112:26 AM CR-5295 Enclosure R 10201
12/15/11 11:28 PM CR-5245 Disconnect/Safety Switch R 10201
12/15/11 9:17 PM CR-5055 Breakers/Fuses R 10201

Public Works Department Maine, Naval Facilities Engineering Command, Mid-Atlantic




PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE
PNSY-H10 BA5004185 PANELBOARDS - PANEL AC-3 D5010906 - PANELBOARDS

3/27/18 11:14 AM CR-1000 General Direct Condition Rating Meter R+ 10201
3/30/17 10:12 AM CR-5690 Wiring/Connections R+ 10201
3/30/17 10:12 AM CR-5295 Enclosure R+ 10201
3/30/17 10:12 AM CR-5245 Disconnect/Safety Switch R+ 10201
3/30/17 10:10 AM CR-5055 Breakers/Fuses R+ 10201
3/24/16 9:25 AM CR-5690 Wiring/Connections R+ 10201
3/24/16 9:25 AM CR-5295 Enclosure R+ 10201
3/24/16 9:25 AM CR-5245 Disconnect/Safety Switch R+ 10201
3/24/16 9:25 AM CR-5055 Breakers/Fuses R+ 10201
9/17/15 5:17 AM CR-5690 Wiring/Connections R+ 10201
9/17/15 5:17 AM CR-5295 Enclosure R+ 10201

Public Works Department Maine, Naval Facilities Engineering Command, Mid-Atlantic




PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE
9/17/15 5:17 AM CR-5245 Disconnect/Safety Switch R+ 10201
9/17/15 5:17 AM CR-5055 Breakers/Fuses R+ 10201
7/31/14 7:36 AM CR-5690 Wiring/Connections R+ 10201
7/31/14 7:36 AM CR-5295 Enclosure R+ 10201
7/31/14 7:35 AM CR-5055 Breakers/Fuses R+ 10201
7/31/14 7:35 AM CR-5245 Disconnect/Safety Switch R+ 10201
12/16/11 3:26 AM CR-5690 Wiring/Connections R+ 10201
12/16/1112:26 AM CR-5295 Enclosure R+ 10201
12/15/11 11:28 PM CR-5245 Disconnect/Safety Switch R+ 10201
12/15/11 9:17 PM CR-5055 Breakers/Fuses R+ 10201
PANELBOARDS - HOBBY SHOP
PNSY-H10 BA5004186 CLOSET D5010906 - PANELBOARDS
3/27/18 11:14 AM CR-1000 General Direct Condition Rating Meter R 10201

Public Works Department Maine, Naval Facilities Engineering Command, Mid-Atlantic




PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE
3/30/17 10:38 AM CR-5690 Wiring/Connections R 10201
3/30/17 10:38 AM CR-5295 Enclosure R 10201
3/30/17 10:38 AM CR-5245 Disconnect/Safety Switch R 10201
3/30/17 10:37 AM CR-5055 Breakers/Fuses R 10201
3/24/16 9:26 AM CR-5690 Wiring/Connections R 10201
3/24/16 9:26 AM CR-5295 Enclosure R 10201
3/24/16 9:26 AM CR-5245 Disconnect/Safety Switch R 10201
3/24/16 9:26 AM CR-5055 Breakers/Fuses R 10201
9/16/15 2:17 PM CR-5690 Wiring/Connections R 10201
9/16/15 2:17 PM CR-5295 Enclosure R 10201
9/16/15 2:17 PM CR-5245 Disconnect/Safety Switch R 10201
9/16/15 2:17 PM CR-5055 Breakers/Fuses R 10201

Public Works Department Maine, Naval Facilities Engineering Command, Mid-Atlantic




PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE
7/31/14 7:47 AM CR-5295 Enclosure R 10201
7/31/14 7:47 AM CR-5245 Disconnect/Safety Switch R 10201
7/31/14 7:47 AM CR-5690 Wiring/Connections R 10201
7/31/14 7:47 AM CR-5055 Breakers/Fuses R 10201
12/16/11 3:26 AM CR-5690 Wiring/Connections R 10201
12/16/1112:26 AM CR-5295 Enclosure R 10201
12/15/11 11:28 PM CR-5245 Disconnect/Safety Switch R 10201
12/15/11 9:17 PM CR-5055 Breakers/Fuses R 10201
PNSY-H10 BA5004187 PANEL BOARD - PANEL PI D5010906 - PANELBOARDS

3/27/18 11:15 AM CR-1000 General Direct Condition Rating Meter R+ 10201
3/30/17 10:28 AM CR-5690 Wiring/Connections R+ 10201
3/30/17 10:28 AM CR-5295 Enclosure R+ 10201

Public Works Department Maine, Naval Facilities Engineering Command, Mid-Atlantic




PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE
3/30/17 10:28 AM CR-5245 Disconnect/Safety Switch R+ 10201
3/30/17 10:28 AM CR-5055 Breakers/Fuses R+ 10201
3/24/16 9:26 AM CR-5690 Wiring/Connections R+ 10201
3/24/16 9:26 AM CR-5295 Enclosure R+ 10201
3/24/16 9:26 AM CR-5245 Disconnect/Safety Switch R+ 10201
3/24/16 9:26 AM CR-5055 Breakers/Fuses R+ 10201
9/17/15 5:15 AM CR-5690 Wiring/Connections R+ 10201
9/17/15 5:14 AM CR-5295 Enclosure R+ 10201
9/17/15 5:14 AM CR-5245 Disconnect/Safety Switch R+ 10201
9/17/15 5:14 AM CR-5055 Breakers/Fuses R+ 10201
7/31/14 7:42 AM CR-5690 Wiring/Connections R+ 10201
7/31/14 7:42 AM CR-5295 Enclosure R+ 10201

Public Works Department Maine, Naval Facilities Engineering Command, Mid-Atlantic




PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE
7/31/14 7:41 AM CR-5055 Breakers/Fuses R+ 10201
7/31/14 7:41 AM CR-5245 Disconnect/Safety Switch R+ 10201
12/16/11 3:26 AM CR-5690 Wiring/Connections R+ 10201
12/16/1112:26 AM CR-5295 Enclosure R+ 10201
12/15/11 11:28 PM CR-5245 Disconnect/Safety Switch R+ 10201
12/15/11 9:17 PM CR-5055 Breakers/Fuses R+ 10201
PANELBOARDS - STORAGE-SHOP

PNSY-H10 BA5004188 AREA D5010906 - PANELBOARDS

3/27/18 11:31 AM CR-1000 General Direct Condition Rating Meter R+ 10201
3/30/17 10:27 AM CR-5690 Wiring/Connections R+ 10201
3/30/17 10:27 AM CR-5295 Enclosure R+ 10201
3/30/17 10:27 AM CR-5245 Disconnect/Safety Switch R+ 10201
3/30/17 10:27 AM CR-5055 Breakers/Fuses R+ 10201

Public Works Department Maine, Naval Facilities Engineering Command, Mid-Atlantic




PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE
3/24/16 9:29 AM CR-5690 Wiring/Connections R+ 10201
3/24/16 9:28 AM CR-5295 Enclosure R+ 10201
3/24/16 9:28 AM CR-5245 Disconnect/Safety Switch R+ 10201
3/24/16 9:28 AM CR-5055 Breakers/Fuses R+ 10201
9/17/15 5:18 AM CR-5690 Wiring/Connections R+ 10201
9/17/15 5:17 AM CR-5295 Enclosure R+ 10201
9/17/15 5:17 AM CR-5245 Disconnect/Safety Switch R+ 10201
9/17/15 5:17 AM CR-5055 Breakers/Fuses R+ 10201
7/31/14 7:49 AM CR-5295 Enclosure R+ 10201
7/31/14 7:49 AM CR-5245 Disconnect/Safety Switch R+ 10201
7/31/14 7:49 AM CR-5690 Wiring/Connections R+ 10201
7/31/14 7:49 AM CR-5055 Breakers/Fuses R+ 10201

Public Works Department Maine, Naval Facilities Engineering Command, Mid-Atlantic




PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE
12/16/11 3:26 AM CR-5690 Wiring/Connections R+ 10201
12/16/1112:26 AM CR-5295 Enclosure R+ 10201
12/15/11 11:28 PM CR-5245 Disconnect/Safety Switch R+ 10201
12/15/11 9:17 PM CR-5055 Breakers/Fuses R+ 10201
PNSY-H10 BA5004189 PANELBOARDS - YOUTH CENTER D5010906 - PANELBOARDS

3/27/18 11:32 AM CR-1000 General Direct Condition Rating Meter R+ 10201
3/30/17 10:19 AM CR-5690 Wiring/Connections R+ 10201
3/30/17 10:19 AM CR-5295 Enclosure R+ 10201
3/30/17 10:19 AM CR-5245 Disconnect/Safety Switch R+ 10201
3/30/17 10:19 AM CR-5055 Breakers/Fuses R+ 10201
3/24/16 9:30 AM CR-5690 Wiring/Connections R+ 10201
3/24/16 9:30 AM CR-5295 Enclosure R+ 10201

Public Works Department Maine, Naval Facilities Engineering Command, Mid-Atlantic




PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE
3/24/16 9:29 AM CR-5245 Disconnect/Safety Switch R+ 10201
3/24/16 9:29 AM CR-5055 Breakers/Fuses R+ 10201
9/17/15 5:13 AM CR-5690 Wiring/Connections R+ 10201
9/17/15 5:13 AM CR-5295 Enclosure R+ 10201
9/17/15 5:13 AM CR-5245 Disconnect/Safety Switch R+ 10201
9/17/15 5:13 AM CR-5055 Breakers/Fuses R+ 10201
7/31/14 7:42 AM CR-5295 Enclosure R+ 10201
7/31/14 7:42 AM CR-5245 Disconnect/Safety Switch R+ 10201
7/31/14 7:42 AM CR-5690 Wiring/Connections R+ 10201
7/31/14 7:42 AM CR-5055 Breakers/Fuses R+ 10201
12/16/11 3:26 AM CR-5690 Wiring/Connections R+ 10201
12/16/1112:26 AM CR-5295 Enclosure R+ 10201

Public Works Department Maine, Naval Facilities Engineering Command, Mid-Atlantic




PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE
12/15/11 11:28 PM CR-5245 Disconnect/Safety Switch R+ 10201
12/15/11 9:17 PM CR-5055 Breakers/Fuses R+ 10201
PNSY-H10 BA5004190 PANELBOARDS - PANEL D D5010906 - PANELBOARDS

3/27/18 11:32 AM CR-1000 General Direct Condition Rating Meter R+ 10201
3/30/17 10:33 AM CR-5690 Wiring/Connections R+ 10201
3/30/17 10:33 AM CR-5295 Enclosure R+ 10201
3/30/17 10:33 AM CR-5245 Disconnect/Safety Switch R+ 10201
3/30/17 10:33 AM CR-5055 Breakers/Fuses R+ 10201
3/24/16 9:30 AM CR-5690 Wiring/Connections R+ 10201
3/24/16 9:30 AM CR-5295 Enclosure R+ 10201
3/24/16 9:30 AM CR-5245 Disconnect/Safety Switch R+ 10201
3/24/16 9:30 AM CR-5055 Breakers/Fuses R+ 10201

Public Works Department Maine, Naval Facilities Engineering Command, Mid-Atlantic




PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE
9/17/15 5:14 AM CR-5690 Wiring/Connections R+ 10201
9/17/15 5:14 AM CR-5295 Enclosure R+ 10201
9/17/15 5:14 AM CR-5245 Disconnect/Safety Switch R+ 10201
9/17/15 5:14 AM CR-5055 Breakers/Fuses R+ 10201
7/31/14 7:40 AM CR-5295 Enclosure R+ 10201
7/31/14 7:40 AM CR-5245 Disconnect/Safety Switch R+ 10201
7/31/14 7:40 AM CR-5690 Wiring/Connections R+ 10201
7/31/14 7:39 AM CR-5055 Breakers/Fuses R+ 10201
12/16/11 3:26 AM CR-5690 Wiring/Connections R 10201
12/16/1112:26 AM CR-5295 Enclosure R 10201
12/15/11 11:28 PM CR-5245 Disconnect/Safety Switch R 10201
12/15/11 9:17 PM CR-5055 Breakers/Fuses R 10201

Public Works Department Maine, Naval Facilities Engineering Command, Mid-Atlantic




PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE
WALL COVERING - INTERIOR WALL

PNSY-H10 BA5004191 FINISHES - WOOD PANELING C3010230 - WALL COVERING

3/27/18 11:33 AM CR-1000 General Direct Condition Rating Meter A+ 10201

4/3/17 9:56 AM CR-1000 General Direct Condition Rating Meter G- 10201

3/24/16 9:31 AM CR-1000 General Direct Condition Rating Meter G 10201

3/24/14 9:32 AM CR-1000 General Direct Condition Rating Meter G 10201
INTERIOR LIGHTING, FLUORECENT - |D5020248 - INTERIOR

PNSY-H10 BA5004194 FIRST FLOOR LIGHTING, FLUORECENT

3/27/18 11:33 AM CR-1000 General Direct Condition Rating Meter R+ 10201

4/3/17 9:56 AM CR-1000 General Direct Condition Rating Meter R+ 10201

3/24/16 9:31 AM CR-1000 General Direct Condition Rating Meter R+ 10201

3/12/14 1:05 PM CR-1000 General Direct Condition Rating Meter R+ 10201

12/15/11 8:00 PM CR-1000 General Direct Condition Rating Meter R+ 10201
INTERIOR LIGHTING, HIGH INT - D5020252 - INTERIOR

PNSY-H10 BA5004195 HOBBY SHOP AREA LIGHTING, HIGH INT

Public Works Department Maine, Naval Facilities Engineering Command, Mid-Atlantic




PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE
3/27/18 11:33 AM CR-1000 General Direct Condition Rating Meter A+ 10201
4/3/17 9:56 AM CR-1000 General Direct Condition Rating Meter G- 10201
3/24/16 9:32 AM CR-1000 General Direct Condition Rating Meter G 10201
3/24/14 8:42 AM CR-1000 General Direct Condition Rating Meter G 10201
PNSY-H10 BA5004197 EXIT LIGHTING D5020999 - OTHER

3/24/16 9:32 AM CR-1000 General Direct Condition Rating Meter R+ 10201
3/12/14 1:08 PM CR-1000 General Direct Condition Rating Meter R+ 10201
12/15/11 8:00 PM CR-1000 General Direct Condition Rating Meter R+ 10201

D3040110 - AIR HANDLING

PNSY-H10 BANO00008494  AIR HANDLING UNIT UNIT, CENTRAL STA

3/27/18 10:10 AM CR-1000 General Direct Condition Rating Meter G- 10201
3/27/17 8:38 AM CR-5530 Piping/Fittings/Valves G- 10201
3/27/17 8:38 AM CR-5495 Lifting Assembly/Machine G- 10201

Public Works Department Maine, Naval Facilities Engineering Command, Mid-Atlantic




PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE
3/27/17 8:38 AM CR-5340 Fan(s) Assembly G- 10201
3/27/17 8:38 AM CR-5295 Enclosure G- 10201
3/27/17 8:38 AM CR-5260 Drain Pan G- 10201
3/27/17 8:38 AM CR-5235 Dampers G- 10201
3/27/17 8:37 AM CR-5200 Controls G- 10201
3/27/17 8:37 AM CR-5125 Coils (Heating) G- 10201
3/27/17 8:37 AM CR-5120 Coils (Cooling) G- 10201
3/24/16 9:34 AM CR-5530 Piping/Fittings/Valves G- 10201
3/24/16 9:34 AM CR-5495 Lifting Assembly/Machine G- 10201
3/24/16 9:34 AM CR-5340 Fan(s) Assembly G- 10201
3/24/16 9:34 AM CR-5295 Enclosure G- 10201
3/24/16 9:34 AM CR-5260 Drain Pan G- 10201

Public Works Department Maine, Naval Facilities Engineering Command, Mid-Atlantic




PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE
3/24/16 9:34 AM CR-5235 Dampers G- 10201
3/24/16 9:34 AM CR-5200 Controls G- 10201
3/24/16 9:34 AM CR-5125 Coils (Heating) G- 10201
3/24/16 9:33 AM CR-5120 Coils (Cooling) G- 10201
9/17/15 5:22 AM CR-5530 Piping/Fittings/Valves G- 10201
9/17/15 5:22 AM CR-5495 Lifting Assembly/Machine G- 10201
9/17/15 5:22 AM CR-5340 Fan(s) Assembly G- 10201
9/17/155:21 AM CR-5295 Enclosure G- 10201
9/17/155:21 AM CR-5260 Drain Pan G- 10201
9/17/15 5:21 AM CR-5235 Dampers G- 10201
9/17/155:21 AM CR-5200 Controls G- 10201
9/17/15 5:21 AM CR-5125 Coils (Heating) G- 10201

Public Works Department Maine, Naval Facilities Engineering Command, Mid-Atlantic




PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE
9/17/15 5:21 AM CR-5120 Coils (Cooling) G- 10201
D3040250 - COMM/IND

PNSY-H10 BANC000217875 Comm/Indu Vacuum Dust Collection VACUUM DUST COLLECTION

3/27/18 10:22 AM CR-1000 General Direct Condition Rating Meter R 10201

4/3/17 10:01 AM CR-1000 General Direct Condition Rating Meter R 10201

3/29/17 10:24 PM CR-1000 General Direct Condition Rating Meter R 10201

3/24/16 9:39 AM CR-1000 General Direct Condition Rating Meter R 10201

9/16/15 2:20 PM CR-1000 General Direct Condition Rating Meter R 10201

7/31/14 8:23 AM CR-1000 General Direct Condition Rating Meter R 10201

12/15/11 8:07 PM CR-1000 General Direct Condition Rating Meter R 10201
WASTE/VENT PIPING - SPRINKLER D2030902 - WASTE/VENT

PNSY-H10 BANC000256899 WATER SUPPLY PIPING

3/27/18 10:23 AM CR-1000 General Direct Condition Rating Meter R+ 10201

4/3/17 10:02 AM CR-1000 General Direct Condition Rating Meter R+ 10201

Public Works Department Maine, Naval Facilities Engineering Command, Mid-Atlantic




PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE
3/24/16 9:40 AM CR-1000 General Direct Condition Rating Meter R+ 10201
7/30/14 1:24 PM CR-1000 General Direct Condition Rating Meter R+ 10201
11/23/11 6:31 PM CR-1000 General Direct Condition Rating Meter R+ 10201
PNSY-H10 K00051 INTERIOR STAIRS, CEMENT C2010110 - STAIRS
3/27/18 10:24 AM CR-1000 General Direct Condition Rating Meter G 10201
4/4/17 6:05 AM CR-1000 General Direct Condition Rating Meter G 10201
3/24/16 9:41 AM CR-1000 General Direct Condition Rating Meter G 10201
3/24/14 8:18 AM CR-1000 General Direct Condition Rating Meter G 10201
UDUDUILL = FINE ALARIVI

FIRE ALARM CONTROL PANEL & CONTROL PANEL & ALARM
PNSY-H10 K00326 ALARM SYSTEM SYSTEM
3/27/18 11:34 AM CR-1000 General Direct Condition Rating Meter A+ 10201
3/29/17 10:24 PM CR-5690 Wiring/Connections G- 10201
3/29/17 10:24 PM CR-5625 Switches G- 10201

Public Works Department Maine, Naval Facilities Engineering Command, Mid-Atlantic




PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE
3/29/17 10:24 PM CR-5240 Detectors G- 10201
3/29/17 10:24 PM CR-5030 Batteries G- 10201
3/29/17 10:24 PM CR-5020 Audible/Visual Alarm Device G- 10201
3/29/17 10:24 PM CR-5015 Annunciator/Control Panel G- 10201
3/17/16 1:08 PM CR-5690 Wiring/Connections G- 10201
3/17/16 1:08 PM CR-5625 Switches G- 10201
3/17/16 1:08 PM CR-5240 Detectors G- 10201
3/17/16 1:08 PM CR-5030 Batteries G- 10201
3/17/16 1:08 PM CR-5020 Audible/Visual Alarm Device G- 10201
3/17/16 1:08 PM CR-5015 Annunciator/Control Panel G- 10201
9/17/15 5:22 AM CR-5690 Wiring/Connections G- 10201
9/17/155:22 AM CR-5625 Switches G- 10201

Public Works Department Maine, Naval Facilities Engineering Command, Mid-Atlantic




PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE
9/17/15 5:22 AM CR-5240 Detectors G- 10201
9/17/15 5:22 AM CR-5030 Batteries G- 10201
9/17/15 5:22 AM CR-5020 Audible/Visual Alarm Device G- 10201
9/17/15 5:22 AM CR-5015 Annunciator/Control Panel G- 10201
7/31/14 8:02 AM CR-5625 Switches G- 10201
7/31/14 8:02 AM CR-5030 Batteries G- 10201
7/31/14 8:02 AM CR-5690 Wiring/Connections G- 10201
7/31/14 8:01 AM CR-5020 Audible/Visual Alarm Device G- 10201
7/31/14 8:01 AM CR-5240 Detectors G- 10201
7/31/14 8:01 AM CR-5015 Annunciator/Control Panel G- 10201
11/17/1111:34 AM | CR-5690 Wiring/Connections G+ 10201
11/17/11 11:29 AM CR-5625 Switches G+ 10201

Public Works Department Maine, Naval Facilities Engineering Command, Mid-Atlantic




PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE
11/17/11 10:45 AM CR-5240 Detectors G+ 10201
11/17/11 10:12 AM CR-5030 Batteries G+ 10201
11/17/11 10:10 AM | CR-5020 Audible/Visual Alarm Device G+ 10201
11/17/11 10:09 AM  CR-5015 Annunciator/Control Panel G+ 10201
PNSY-H10 K01737 STEEL DOORS - EXTERIOR B2030220 - STEEL DOORS
3/27/18 10:26 AM CR-1000 General Direct Condition Rating Meter A- 10201
4/3/17 9:04 AM CR-1000 General Direct Condition Rating Meter A- 10201
3/24/16 9:43 AM CR-1000 General Direct Condition Rating Meter A- 10201
3/24/14 6:22 AM CR-1000 General Direct Condition Rating Meter A- 10201
ALUMINUM WINDOW - EXTERIOR -
SECOND FLOOR STORE FRONT B2020106 - ALUMINUM
PNSY-H10 K01739 WINDOW WEST SIDE WINDOWS
3/27/18 10:26 AM CR-1000 General Direct Condition Rating Meter A 10201
3/27/17 8:39 AM CR-1000 General Direct Condition Rating Meter A 10201
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PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE

3/24/16 9:43 AM CR-1000 General Direct Condition Rating Meter G 10201

3/24/14 6:33 AM CR-1000 General Direct Condition Rating Meter G 10201
METAL DOOR - INTERIOR -

PNSY-H10 K01740 BASEMENT C1020114 - METAL DOOR

3/27/18 10:12 AM CR-1000 General Direct Condition Rating Meter A+ 10201

4/3/17 9:04 AM CR-1000 General Direct Condition Rating Meter G- 10201

3/24/16 9:43 AM CR-1000 General Direct Condition Rating Meter G 10201

3/24/14 8:11 AM CR-1000 General Direct Condition Rating Meter G 10201
SHOWER - SECOND FLOOR - MENS

PNSY-H10 K02437 ROOM D2010710 - SHOWER

3/27/18 11:35 AM CR-1000 General Direct Condition Rating Meter G- 10201

4/3/17 9:05 AM CR-1000 General Direct Condition Rating Meter G- 10201

3/17/16 1:09 PM CR-1000 General Direct Condition Rating Meter G 10201

3/12/14 12:42 PM CR-1000 General Direct Condition Rating Meter G 10201
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PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE
2/10/14 5:18 AM CR-1000 General Direct Condition Rating Meter A- 10201
4/9/13 7:21 AM CR-1000 General Direct Condition Rating Meter A- 10201
D5090901 - EMERGENCY

PNSY-H10 K03751 EMERGENCY LIGHTING LIGHTING

3/27/18 10:24 AM CR-1000 General Direct Condition Rating Meter A+ 10201
4/3/17 9:07 AM CR-5690 Wiring/Connections A+ 10201
4/3/17 9:07 AM CR-5480 Lamps/Lamp Heads A+ 10201
4/3/17 9:07 AM CR-5290 Encasement/Deflector A+ 10201
4/3/17 9:07 AM CR-5075 Cabinet A+ 10201
3/30/17 10:30 AM CR-5690 Wiring/Connections A+ 10201
3/30/17 10:30 AM CR-5480 Lamps/Lamp Heads A+ 10201
3/30/17 10:30 AM CR-5290 Encasement/Deflector A+ 10201
3/30/17 10:30 AM CR-5075 Cabinet A+ 10201
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PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE
3/24/16 9:41 AM CR-5690 Wiring/Connections A+ 10201
3/24/16 9:41 AM CR-5480 Lamps/Lamp Heads A+ 10201
3/24/16 9:41 AM CR-5290 Encasement/Deflector A+ 10201
3/24/16 9:41 AM CR-5075 Cabinet A+ 10201
9/17/15 5:17 AM CR-5690 Wiring/Connections A+ 10201
9/17/15 5:16 AM CR-5480 Lamps/Lamp Heads A+ 10201
9/17/15 5:16 AM CR-5290 Encasement/Deflector A+ 10201
9/17/155:16 AM CR-5075 Cabinet A+ 10201
3/24/14 6:20 AM CR-5690 Wiring/Connections G 10201
3/24/14 6:20 AM CR-5480 Lamps/Lamp Heads G 10201
3/24/14 6:20 AM CR-5290 Encasement/Deflector G 10201
3/24/14 6:20 AM CR-5075 Cabinet G 10201
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PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE

PNSY-H10 K03752 RUBBER SHEET - FLOORING C3020909 - RUBBER SHEET

3/27/18 10:25 AM CR-1000 General Direct Condition Rating Meter A- 10201

4/3/17 9:08 AM CR-1000 General Direct Condition Rating Meter A- 10201

3/24/16 9:41 AM CR-1000 General Direct Condition Rating Meter A- 10201

3/24/14 7:23 AM CR-1000 General Direct Condition Rating Meter A- 10201
C1010710 - INTERIOR

PNSY-H10 K03753 INTERIOR WINDOWS, FIXED PANE WINDOWS

3/27/18 10:25 AM CR-1000 General Direct Condition Rating Meter A- 10201

4/3/17 9:08 AM CR-1000 General Direct Condition Rating Meter A- 10201

3/24/16 9:42 AM CR-1000 General Direct Condition Rating Meter A- 10201

3/24/14 9:00 AM CR-1000 General Direct Condition Rating Meter A- 10201
C1010710 - INTERIOR

PNSY-H10 K03754 INTERIOR WINDOWS, SLIDING WINDOWS

3/27/18 10:25 AM CR-1000 General Direct Condition Rating Meter A+ 10201
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PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE

4/3/17 9:15 AM CR-1000 General Direct Condition Rating Meter A+ 10201

3/24/16 9:42 AM CR-1000 General Direct Condition Rating Meter G 10201

3/24/14 9:05 AM CR-1000 General Direct Condition Rating Meter G 10201

D3030221 - CONDENSING

PNSY-H10 K03796 CONDENSING UNIT, AIR COOLED UNIT, AIR COOLED

3/27/18 11:38 AM CR-1000 General Direct Condition Rating Meter A+ 10201

3/29/17 10:23 PM CR-1000 General Direct Condition Rating Meter A+ 10201

3/24/16 9:40 AM CR-1000 General Direct Condition Rating Meter A+ 10201

9/17/15 5:15 AM CR-1000 General Direct Condition Rating Meter A+ 10201
DRYWALL W/STUD FRAMING C1010126 - DRYWALL

PNSY-H10 K06111 INTERIOR - SECOND FLOOR W/STUD FRAMING

3/27/18 10:27 AM CR-1000 General Direct Condition Rating Meter R+ 10201

3/27/17 7:17 AM CR-1000 General Direct Condition Rating Meter R+ 10201
CARPET - FLOORING - SECOND

PNSY-H10 K06112 FLOOR C3020901 - CARPET
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PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE

3/27/18 10:27 AM CR-1000 General Direct Condition Rating Meter A 10201

3/29/17 10:28 PM CR-1000 General Direct Condition Rating Meter A 10201

3/29/17 10:27 PM CR-1000 General Direct Condition Rating Meter A- 10201
METAL DOOR- INTERIOR - SECOND

PNSY-H10 K06113 FLOOR C1020114 - METAL DOOR

3/27/18 11:38 AM CR-1000 General Direct Condition Rating Meter A 10201

3/30/17 10:07 AM CR-1000 General Direct Condition Rating Meter A 10201
INTERIOR LIGHTING, FLUORECENT - |D5020248 - INTERIOR

PNSY-H10 K06114 FIRST FLOOR LIGHTING, FLUORECENT

3/27/18 10:12 AM CR-1000 General Direct Condition Rating Meter A 10201

3/30/17 10:32 AM CR-1000 General Direct Condition Rating Meter A 10201
INTERIOR LIGHTING, FLUORECENT - |D5020248 - INTERIOR

PNSY-H10 K06115 SECOND FLOOR LIGHTING, FLUORECENT

3/27/18 10:12 AM CR-1000 General Direct Condition Rating Meter A- 10201

3/29/17 10:29 PM CR-1000 General Direct Condition Rating Meter A- 10201
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PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE
SINK - SECOND FLOOR - MEN'S

PNSY-H10 K06116 ROOM D2010410 - SINK

3/27/18 10:28 AM CR-1000 General Direct Condition Rating Meter A 10201

3/30/17 10:09 AM CR-1000 General Direct Condition Rating Meter A 10201
SINK - FIRST FLOOR - WOMEN'S

PNSY-H10 K06117 ROOM D2010410 - SINK

3/27/18 10:28 AM CR-1000 General Direct Condition Rating Meter A 10201

3/30/17 10:06 AM CR-1000 General Direct Condition Rating Meter A 10201
SINK - SECOND FLOOR - WOMEN'S

PNSY-H10 K06118 ROOM D2010410 - SINK

3/27/18 10:28 AM CR-1000 General Direct Condition Rating Meter A- 10201

3/30/17 9:10 AM CR-1000 General Direct Condition Rating Meter A- 10201

PNSY-H10 K06119 DRYWALL - CEILING - SECOND FLOOR (C3030110 - DRYWALL

3/27/18 11:37 AM CR-1000 General Direct Condition Rating Meter A+ 10201

3/30/17 10:29 AM CR-1000 General Direct Condition Rating Meter A+ 10201
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PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE
TOILET - FIRST FLOOR - WOMEN'S

PNSY-H10 K06120 ROOM D2010110 - TOILET

3/27/18 11:35 AM CR-1000 General Direct Condition Rating Meter A 10201

3/30/17 10:29 AM CR-1000 General Direct Condition Rating Meter A 10201
TOILET - SECOND FLOOR - MEN'S

PNSY-H10 K06121 ROOM D2010110 - TOILET

3/27/18 11:35 AM CR-1000 General Direct Condition Rating Meter A+ 10201

3/30/17 10:08 AM CR-1000 General Direct Condition Rating Meter A+ 10201
TOILET - SECOND FLOOR - WOMEN'S

PNSY-H10 K06122 ROOM D2010110 - TOILET

3/27/18 11:36 AM CR-1000 General Direct Condition Rating Meter A- 10201

3/30/17 10:12 AM CR-1000 General Direct Condition Rating Meter A- 10201

PNSY-H10 K06123 TOILET - BASEMENT - UNISEX ROOM |D2010110 - TOILET

3/27/18 11:36 AM CR-1000 General Direct Condition Rating Meter A 10201

3/29/17 10:27 PM CR-1000 General Direct Condition Rating Meter A 10201
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PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE

PNSY-H10 K06124 SINK - BASEMENT - UNISEX ROOM D2010410 - SINK

3/27/18 11:37 AM CR-1000 General Direct Condition Rating Meter A- 10201

3/29/17 10:26 PM CR-1000 General Direct Condition Rating Meter A- 10201
SINK - BASEMENT - KITCHENETTE

PNSY-H10 K06125 AREA D2010410 - SINK

3/27/18 11:37 AM CR-1000 General Direct Condition Rating Meter A- 10201

3/29/17 10:26 PM CR-1000 General Direct Condition Rating Meter A- 10201
WOOD DOOR/WOOD FRAME - C1020120 - WOOD

PNSY-H10 K06126 INTERIOR - SECOND FLOOR DOOR/WOOD FRAME

3/27/18 10:27 AM CR-1000 General Direct Condition Rating Meter A+ 10201

3/29/17 10:26 PM CR-1000 General Direct Condition Rating Meter A+ 10201
ACOUSTICAL - CEILING - SECOND

PNSY-H10 K06127 FLOOR C3030210 - ACOUSTICAL

3/27/18 10:26 AM CR-1000 General Direct Condition Rating Meter A+ 10201

3/27/17 8:36 AM CR-1000 General Direct Condition Rating Meter A+ 10201
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PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE

3/27/17 8:34 AM CR-1000 General Direct Condition Rating Meter R+ 10201
DRYWALL W/STUD FRAMING C1010126 - DRYWALL

PNSY-H10 K06161 INTERIOR - BASEMENT W/STUD FRAMING

3/27/18 10:11 AM CR-1000 General Direct Condition Rating Meter A- 10201

3/30/17 10:31 AM CR-1000 General Direct Condition Rating Meter A- 10201
CONCRETE BLOCK - INTERIOR -

PNSY-H10 K06162 BASEMENT A2020140 - CONCRETE BLOCK

3/27/18 10:11 AM CR-1000 General Direct Condition Rating Meter R+ 10201

3/27/17 6:28 AM CR-1000 General Direct Condition Rating Meter R+ 10201
VINYL TILE - FLOORING - SECOND

PNSY-H10 K06163 FLOOR C3020907 - VINYL TILE

3/27/18 10:10 AM CR-1000 General Direct Condition Rating Meter R+ 10201

3/27/17 8:26 AM CR-1000 General Direct Condition Rating Meter R+ 10201

3/27/17 8:18 AM CR-1000 General Direct Condition Rating Meter R+ 10201
ALUMINUM WINDOWS - EXTERIOR - B2020106 - ALUMINUM

PNSY-H10 K06164 SECOND FLOOR DOUBLE HUNG WINDOWS
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PNSY-H10 Condition Assessment Program History

Condition Rating

LOCATION ASSET DESCRIPTION SUB-SYSTEM (METER) SITE CODE
3/27/18 10:11 AM CR-1000 General Direct Condition Rating Meter A 10201
3/30/17 10:40 AM CR-1000 General Direct Condition Rating Meter A 10201
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